Most of the operational energy needed by the housing sector is used to compensate energy losses or thermal gains through the building's envelope. As a result, any improvement in the thermal behavior will provide important opportunities to reduce energy consumption. This research analyzes improvements in the thermal envelope in social housing in the Greater Concepción area in Chile using adaptive thermal comfort models and thermal insulation investments. The objective set out is to evaluate the economic reduction of thermal envelope improvement costs for dwellings, which entails using the adaptive thermal comfort model obtained through monitoring and the surveys applied to the users of social housing in Concepción (CAS), against the international adaptive thermal comfort models established by the EN 15251:2007 and ASHRAE 55-2017 standards. Finally, it is concluded that, on having applied the social housing adaptive thermal comfort model (CAS), execution costs are reduced by between 28.8% and 58.2%, reaching a time of comfort in free oscillation similar to that obtained from applying the models of the EN 15251:2007 (74.2%) and ASHRAE 55-2017 standards (59.9%).
Introduction
The energy consumption of buildings currently ranges between 30% and 40% of the world's total consumption [1] . However, it has an upward trend looking towards the future, possibly increasing to 38.4 PWh in 2040 [2] . In this sense, in order to quantify energy consumption within a building, several factors have to be considered at the same time in order to address the thermal comfort requirements: location, envelope features, internal loads, and HVAC equipment [3] . By considering these thermal comfort standards, the energy consumption or indoor temperature of a given space under certain loads can be established. However, it remains crucial to properly define those standards in order to achieve comfort for users while reducing energy consumption [4] .
Nowadays, a building's energy performance indicators are associated with the primary energy source consumption, CO 2 emissions or net energy distribution, which determine, at the end of the day, the energy efficiency. The EN 15603:2008 and EN 52003-1:2007 standards [5, 6] are based on quantifiable parameters associated with the energy consumption. Their evaluation is based on setpoint temperatures and hours of operation, although those fixed temperatures are not suitable for social housing simulations [7] , while the performance of these structures should be assessed on the basis of a free running operation or mixed mode in extreme cold or warm conditions. Based on this, the EN 15251:2007 [8] and ASHRAE 55-2017 [9] standards have emerged as a climate adaption In Chile, energy consumption in the building sector represents 25% of the state's total energy consumption, and 81% of this is associated to the residential sector [18] . This may be because of many factors, like the house's age, the construction systems, the user's way of life, the EE of the air-conditioning systems, etc. [19] . 85.6% of the homes built in Chile to 2008 were built before 2000, the year when the first stage of the Thermal Regulation (RT in Spanish) came into force. Therefore, an important percentage of the buildings does not meet any EE criteria.
Bustamante confirms that, in the future, even new buildings will be subject to reconditioning due to their low EE-associated demands [20] . The same author indicates that the participation of the residential sector in the country's energy consumption is 21.3%, and even with this, most homes fall below comfort temperature limits during winter due to high fuel costs and the low incomes families have. Therefore, it is important to move forward in EE-related aspects and in the habitability of existing and future buildings. Among the environmental factors that affect thermal comfort, one can find air temperature ( • C), local radiant temperature ( • C)-which plays an important role in the thermal comfort and energy consumption of buildings, especially in the commercial sector [21] [22] [23] -along with relative humidity (%) and air speed (m/s) [9, 24] . In addition, there are physiological factors related with the people's heat generation capacity and the capacity to transmit this to the surroundings. This heat generation is fundamentally based on the activity they are doing, as well as the body's insulation level (clo) [25, 26] . Thermal comfort also varies from person to person, something which is also related to the individual's gender, age, physical condition or socio-economic level. It is possible to find static thermal comfort models where the minimum and maximum comfort temperatures are similar, independent of the user and the weather conditions; for example, the one established in the CCS or in table A.2 of the EN 15251:2007 standard [8, 17] . The CCS establishes that the comfort temperature for the southern coastal area where Greater Concepción, a city in the Bio-Bio Region, lies must be between 20 and 27 • C during the day and between 17 and 27 • C at night. However, the EN 15251:2007 for residential use determines that the temperature range for category II must be between 20 and 26 • C. It is necessary to point out that said temperature model is not the most appropriate when it comes to evaluating social housing as it does not tend to match their real working operation in free oscillation except in extremely hot or cold situations.
Methodology
The methodology used consisted of selecting a model with the purpose of studying the thermal improvement of the envelope, to reach the standards of the NTM 11-2. The quantification of the improvements was established by simulating the increased percentage of comfort time which said improvement would mean with the adaptive thermal comfort models of the EN 15251:2007 and ASHRAE 55:2017 standards. Through the iteration of simulations, it was possible to determine what the necessary improvements would be, when targeting a time percentage with the CAS that is similar to the one obtained with the international standards. The iterations on the simulations were done by the parametric analysis of DesignBuilder software, which runs the EnergyPlus simulation procedure. With this program, multiple iterations were carried out automatically with the objective to calibrate percentage of comfort time in free running mode.
Finally, the different improvement scenarios of the thermal envelope defined to reach a similar comfort time in free oscillation with CAS, and those obtained with the application of the EN 15251:2007 and ASHRAE 55-2017, were budgeted for, to evaluate the difference of the execution costs in thermal envelope improvements between the different previously defined improvement scenarios.
In principle, it seems clear that solutions will be conditioned to the case study. Because of this, it is interesting to make a study of specific cases which provide realistic solutions, selecting systems that make it possible to obtain a database that will help the model generate general standards which include the economic criteria. As such, it is necessary to assess the system's viability by using sets of measures, establishing optimal affordability levels as established in European Regulation (EU) No. 244/2012 [27, 28] . The cost calculation of the improvements are made by taking into account the basis of the ASTM E918:2015 [29] , which considers the thermal insulation per square meter from established building construction systems for a building type and specific intervention [27, 28] . To obtain the overall costs, the materials, manpower and applicable social laws in Chile (increase of 40% on the manpower price per hour) were taken into account. These concepts form the direct cost. In order to obtain the overall costs, the overhead costs (20% of the direct costs) and VAT (19% of the direct cost, plus overheads) were added. Please note that the overall costs do not include costs that are supposed to be similar in all cases (maintenance costs, common materials, etc.). The ABACO Project database was used for the cost evaluation [30] . This database focuses on the Chilean context and was supported by the Chilean Economic Development Agency (CORFO).
Case study Model
The model home used for the case study is a standard social home of 50.48 m 2 spread over two levels. It is formed of a living room, a dining room, two bedrooms, a bathroom and a kitchen, and is located in Concepción, Chile ( Figure 1 ). The initial characteristics considered for the home's envelope can be seen in Table 2 . The glazing system the model home has in its base case considers 6 mm simple glazing. The thermal loads associated to the electronic equipment were determined using the values established in the CCS in terms of percentage surface area in square meters that the home has (8.9 W/m 2 ). The number of people to consider for the thermal loads associated to the occupation is given by the number of bedrooms. In this case, with two bedrooms, a total of three people is considered. The occupation loads, equipment and lighting calendars are established according to CCS [17] (Figure 2 ). The minimum ventilation forced extraction levels will be 5 renew/h [17] . The glazing system the model home has in its base case considers 6 mm simple glazing. building construction systems for a building type and specific intervention [27, 28] . To obtain the overall costs, the materials, manpower and applicable social laws in Chile (increase of 40% on the manpower price per hour) were taken into account. These concepts form the direct cost. In order to obtain the overall costs, the overhead costs (20% of the direct costs) and VAT (19% of the direct cost, plus overheads) were added. Please note that the overall costs do not include costs that are supposed to be similar in all cases (maintenance costs, common materials, etc.). The ABACO Project database was used for the cost evaluation [30] . This database focuses on the Chilean context and was supported by the Chilean Economic Development Agency (CORFO).
The model home used for the case study is a standard social home of 50.48 m 2 spread over two levels. It is formed of a living room, a dining room, two bedrooms, a bathroom and a kitchen, and is located in Concepción, Chile ( Figure 1 ). The initial characteristics considered for the home's envelope can be seen in Table 2 . The glazing system the model home has in its base case considers 6 mm simple glazing. The thermal loads associated to the electronic equipment were determined using the values established in the CCS in terms of percentage surface area in square meters that the home has (8.9 W/m 2 ). The number of people to consider for the thermal loads associated to the occupation is given by the number of bedrooms. In this case, with two bedrooms, a total of three people is considered. The occupation loads, equipment and lighting calendars are established according to CCS [17] (Figure 2 ). The minimum ventilation forced extraction levels will be 5 renew/h [17] . The glazing system the model home has in its base case considers 6 mm simple glazing. The thermal improvement from the minimum compliance of the standard's demands is mainly characterized by the inclusion of insulation in the wall and roof elements along with the floor elements in contact with the ground (Table 2) . The model home's base structure was modified, respecting the essential materials that characterize it until meeting the standards demanded by the MINVU Technical Standard (NTM 11-2). In this sense, the top floor's walls were modified to install 100 mm mineral wool. The thickness increase is made with a 1 × 2″ slat pine on the 2 × 3″ structure to reach the thickness needed to install the insulation. 
Adaptive Thermal Comfort Approach
Comfort evaluation in moderate thermal environments can also be made based on two theories, namely the adaptive theory and the thermal balance theory [31, 32] . These methods were developed starting from mathematical models that allow making an estimation and predicting the appropriate conditions the people would have to be in, to obtain the thermal quality of their environment. The adaptive theory is based on individuals' adaptation capabilities to the thermal conditions. Said adaptation may be metabolic, by wearing clothing or by opening and closing windows. Numerous field experiments have shown that occupants' thermal responses in naturally ventilated spaces depend partially on the outside weather and differ from the thermal responses of occupants of The thermal improvement from the minimum compliance of the standard's demands is mainly characterized by the inclusion of insulation in the wall and roof elements along with the floor elements in contact with the ground (Table 2) . The model home's base structure was modified, respecting the essential materials that characterize it until meeting the standards demanded by the MINVU Technical Standard (NTM 11-2). In this sense, the top floor's walls were modified to install 100 mm mineral wool. The thickness increase is made with a 1 × 2" slat pine on the 2 × 3" structure to reach the thickness needed to install the insulation.
Comfort evaluation in moderate thermal environments can also be made based on two theories, namely the adaptive theory and the thermal balance theory [31, 32] . These methods were developed starting from mathematical models that allow making an estimation and predicting the appropriate conditions the people would have to be in, to obtain the thermal quality of their environment. The adaptive theory is based on individuals' adaptation capabilities to the thermal conditions. Said adaptation may be metabolic, by wearing clothing or by opening and closing windows. Numerous field experiments have shown that occupants' thermal responses in naturally ventilated spaces depend partially on the outside weather and differ from the thermal responses of occupants of buildings with air-conditioning systems. This is mainly due to differences in the thermal experience, availability of control and changes in the occupant's expectations [8] . The evaluation's models come from the questionnaires made to a sample of individuals. These are based on questions about the environment, where the subject associates their responses to a scale of values, and these to a comfort scale [4, 33, 34] . The most extensive adaptive comfort models, ASHRAE 55-2017 and EN 15251:2007, were established from the RP-884 and SCATs (Smart Control and Thermal Comfort, SCATs) research projects [8, 32, 35] . These models are applied in buildings without active systems, where there is easy access to operable windows and the occupants can adapt their clothing to the thermal conditions. Both models establish that the occupant's metabolic activity must be between 1.0 and 1.3 met, and where it is possible to adapt the clothing level between 0.5 and 1.0 clo. In the same way, the average external temperatures of the previous 7 days are used both for the calculation of the average operation temperature, θ rm , of a certain day, with θ ed−1 being the average external temperature of the previous day, θ ed−2 the average external daily temperature of the day before day θ ed−1 , and so on using Equation (1) .
Adaptive Thermal Comfort Model of the EN 15251:2007 Standard
According to the EN 15251:2007 standard, four types of internal comfort classifications are established based on the occupant's expectations, as well as other factors that condition the perception of comfort, along with the building's age [4, [36] [37] [38] (Table 3) . The comfort evaluation is made for each one of the categories using the Table 4 equations. The temperature evaluation, starting from the aforementioned model, is valid for office buildings and other similar buildings [21] [22] [23] that are primarily used for human occupation with mainly sedentary activities and homes. The average operation temperature for its application, θ rm , must be between 10 and 30 • C for the upper limits and between 15 and 30 • C for the lower ones (Table 4) . In the case of ASHRAE 55-2017, two comfort levels are established based on the occupant's acceptability percentage: the first is associated with typical demand levels of 80% and the second when a higher level of comfort is required, with said percentage being 90%.
The ASHRAE adaptive comfort model's evaluation is made based on the comfort demands using the Table 5 equations. The graphical representation of said formulas is found in Table 5 . The temperature's evaluation using the described model is valid for buildings for human occupation with sedentary activities and metabolic values within a 1.0 to 1.3 range, just as in the EN standard's model. For its application, the average operation temperature, θ rm , must be between 10 and 33.5 • C ( Table 5 ). The preparation of the FONDECYT 3160806 project's CAS model was developed from thermal comfort surveys answered by users of social housing while monitoring, in parallel, the internal and external temperatures. The target group was chosen on a basis of being dwellings which benefited from any type of government subsidy, i.e., social dwellings. All types were included in the survey, which comprised 6 single dwellings, 6 row houses, 25 detached houses and 3 apartments located in condominiums, giving a total of 40 dwellings.
Residents from these dwellings were surveyed over 7 months (April to October, 2016), as this is the period when the temperatures are lower. A total of 709 surveys were made with 121 people (roughly 3 people per household). Their ages ranged from 14 to 84; 57 of them were men and there were 64 women. The thermal comfort surveys were based on standardized methods [9, 33] . In the first part of the survey, the users were asked to inform about their clothing, their activity and the position in which the survey was being answered. After that, they had to score about their Thermal Sensation Vote (TSV), Thermal Preference Vote (TPV) and their Thermal Acceptability (TA). In total, a final number of 657 valid questionnaires were filled out. An average of 17.72 per household.
Data collection was performed using a weather station for outdoors (Vantage Pro 2) and a measuring cell model Delta Ohm HD 32.3 for indoors, which records dry bulb temperature (Ta), globe temperature (Tg), relative humidity (HR), and air speed (Va) in intervals of 5 min. The dwellings were monitored during the coldest months, so that information about the resident's comfort demand could be gathered when the average outdoor temperature was below 15 • C and 10 • C. These figures were established following the lower limits of the EN 15251:2007 standard, under which the lower limit for the three categories of thermal comfort is constant, thus adaptive comfort is not applicable [8] . In a similar fashion, ASHRAE 55-2017 establishes that both the upper and lower limit for thermal comfort for acceptability levels of both 80% and 90% should be a constant and, therefore, adaptive comfort is not valid [9] .
The model, just like the EN and ASHRAE adaptive comfort models, was created starting from the regression of values obtained from the user's comfort temperature calculation [34] . This comfort temperature has been obtained from the user's votes and the operational temperature of the space when the survey was made. Just like in the previous models, it uses the average operation temperature calculation, θ rm , of a given day, obtained from the average external temperatures of the previous 7 days.
The CAS adaptive comfort model's evaluation is made based on the comfort demands using the Table 6 equations. The assessment of the temperatures under this model is valid for buildings used for human occupation with sedentary activities and metabolic values in a 1.0 to 1.3 range, just as in the EN and ASHRAE standards' model. Again, the space must have easy access to operable windows with the occupants being able to freely adapt their clothing to the external and/or internal thermal conditions. For its application, the average operation temperature, θ rm , must be between 5 and 12 • C (Table 6 ). 
Results

Housing Behavior with and without Thermal Insulation
The increase of thermal insulation in buildings does not always have the expected result. In some cases, the excessive thermal insulation causes overheating problems. As can be seen in Figure 3 , the temperature without thermal insulation surpasses the upper and lower limits of the EN 15251:2007 Category III, ASHRAE 55-2017 and CAS models in 46.6%, 46.5% and 30.0% of the hours of the year, respectively. The discomfort problem is mainly associated to the cold in the EN and ASHRAE standards, being 42.9% and 37.6%, respectively. However, in the CAS model, the percentage of time where the temperature is below the lower limit is 21.0%; that is, 1839 h of the 8760 of a year and just 785 h are above the upper limit. Temperatures range from 9. 
Results
Housing Behavior with and without Thermal Insulation
The increase of thermal insulation in buildings does not always have the expected result. In some cases, the excessive thermal insulation causes overheating problems. As can be seen in Figure  3 , the temperature without thermal insulation surpasses the upper and lower limits of the EN 15251:2007 Category III, ASHRAE 55-2017 and CAS models in 46.6%, 46.5% and 30.0% of the hours of the year, respectively. The discomfort problem is mainly associated to the cold in the EN and ASHRAE standards, being 42.9% and 37.6%, respectively. However, in the CAS model, the percentage of time where the temperature is below the lower limit is 21.0%; that is, 1839 h of the 8760 of a year and just 785 h are above the upper limit. Temperatures range from 9.2 °C to 30.4 °C with a total amplitude of 21.2 °C (Figure 3) . The implementing of insulation to meet NTM 11 requirements denotes three effects. On one hand, the hours of cold discomfort situations are reduced in the three adaptive comfort models; 4.9% (EN), 2.9% (ASHRAE) and 0% (CAS) (Figure 4) . However, the warm discomfort hours are increased, 20.9%, 37.2% and 47.8% respectively. Temperatures range from 15.1 °C to 30.7 °C with a total The implementing of insulation to meet NTM 11 requirements denotes three effects. On one hand, the hours of cold discomfort situations are reduced in the three adaptive comfort models; 4.9% (EN), 2.9% (ASHRAE) and 0% (CAS) (Figure 4) . However, the warm discomfort hours are increased, 20.9%, 37.2% and 47.8% respectively. Temperatures range from 15.1 • C to 30.7 • C with a total amplitude of 15.5 • C. Therefore, annual and daily thermal oscillation are reduced (5.7 • C) (Figures 2 and 3 
ASHRAE 55-2017 versus CAS
Once the necessary improvements were identified, these were simulated in DesignBuilder, to obtain the operational temperatures and to know how long the house fell within the ASHRAE 55-2017's 80% limits. The ensuing results, established that the thermal comfort percentage obtained, applying the ASHRAE 55-2017 international norm, was 59.9%. Therefore, the application of NTM 11-2 to social housing in the city of Concepcion would suppose, according to ASHRAE, that for a standard year, the users would be in comfort for approximately half the hours of the year.
The purpose of giving a value to the economic reduction in the investment cost of thermal improvements, that using the monitoring and survey (CAS)-based adaptive thermal model versus the ASHRAE 55-2017 would imply, to get a similar thermal comfort time, first establishing the thermal improvement needed to comply with the NTM 11 to determine what the improvement demand would be.
By means of parametric simulation, it is established that reducing the thickness of thermal insulation by 10 mm in the ground floor walls, 25 mm in the top floor, 20 mm in the roof and 10 mm in the floor, CAS comfort is 64.0% (Table 7 and Figure 5 ). Under this model, the percentage of time above the comfort upper limit is 24.9% and there are no hours in the cold situation. Considering ASHRAE, the percentage of time in comfort is 63.8% with 30.9% of the time above the upper limit and 5.3% of the hours below the lower limit.
The insulation thickness reduction related to the NTM 11-2 requirements produced an increase in the ASHRAE comfort hours of 3.9% and in CAS of 11.7%. Hence, surpassing by 4.1%, the 59.9% value obtained by applying ASHRAE in the previous section. Annual temperatures range between 14.3 °C and 30.3 °C, with an amplitude of 16.0 °C. Thus, the minimum temperature would drop 0.9 °C , the maximum temperature, 0.3 °C and the annual oscillation, 0.5 °C, with regard to the case that complies with the NTM 11's insulation thickness. It is shown, however, that such reductions are not relevant. The thermal insulation implementation to meet NTM 11 requirements reduces cold situations in the three models; 38.00% (EN), 34.8% (ASHRAE) and 21.0% (CAS) (Figure 4) , and the overheating is increased 17.3%, 28.4% and 38.8%, respectively. Therefore, comfort temperatures increase in the EN model (20.8%) and ASHRAE (6.4%). However, in the CAS model, comfort temperatures are reduced (17.8%), since it is a model that is more restrictive to high temperatures. The total percentage of time in comfort conditions is 74.2%, 59.9% and 52.2%, respectively.
By means of parametric simulation, it is established that reducing the thickness of thermal insulation by 10 mm in the ground floor walls, 25 mm in the top floor, 20 mm in the roof and 10 mm in the floor, CAS comfort is 64.0% (Table 7 and Figure 5 ). Under this model, the percentage of time above the comfort upper limit is 24.9% and there are no hours in the cold situation. Considering ASHRAE, the percentage of time in comfort is 63.8% with 30.9% of the time above the upper limit and 5.3% of the hours below the lower limit. To calculate the improvement costs for the pine structure which affects the first floor of the model home, it must be considered that it is necessary to increase its thickness from 3″ to 4″, conditioned by the thickness of the insulation using 100 mm mineral wool. Under this assumption, said thickness would be reduced to 75 mm, which means that said structure is not modified pursuant to the base structure (Table 7) . The reduction of the insulation investment costs is 21.9% for the ground floor wall, 45.3% for the top floor wall, 2.8% for the roof and 27.7% for the floor. The total reduction cost is 28.8% (Table  7) . Therefore, it can be seen that with a significant reduction of the investment costs, an even greater comfort percentage of time can be obtained (63.8% with CAS) with a slight increase of the minimum and maximum temperatures (0.9 °C and 0.3 °C ). To calculate the improvement costs for the pine structure which affects the first floor of the model home, it must be considered that it is necessary to increase its thickness from 3" to 4", conditioned by the thickness of the insulation using 100 mm mineral wool. Under this assumption, said thickness would be reduced to 75 mm, which means that said structure is not modified pursuant to the base structure ( Table 7) .
The reduction of the insulation investment costs is 21.9% for the ground floor wall, 45.3% for the top floor wall, 2.8% for the roof and 27.7% for the floor. The total reduction cost is 28.8% (Table 7) . Therefore, it can be seen that with a significant reduction of the investment costs, an even greater comfort percentage of time can be obtained (63.8% with CAS) with a slight increase of the minimum and maximum temperatures (0.9 • C and 0.3 • C).
EN 15251:2007 versus CAS
The percentage of time in comfort obtained in the home with the application of the improvements to meet the NTM 11-2, evaluated via category III of the adaptive comfort model of the EN 15251:2007 norm, is 74.2%.
It is established, by means of parametric simulation, that eliminating the insulation of the ground floor walls and ground and by reducing to 40 mm the top floor and roof insulation, the percentage of time in comfort by applying CAS, is 87.1% (Table 8 and Figure 6 ). Under this model, the percentage of time above the comfort upper limit is 12.9% and there are no hours in cold situation. Regarding EN, the percentage of time in comfort is 80.5% with 3.2% of the time above the upper limit and 16.2% of the hours below the lower limit. This is 6.6% higher than the adaptive thermal comfort time if CAS is used. upper limit and 16.2% of the hours below the lower limit. This is 6.6% higher than the adaptive thermal comfort time if CAS is used. The reduction in insulation thickness and its elimination in various elements with respect to the requirements of the NTM 11 produces a comfort increase of 6.4% (EN) and 34.9% with CAS. Thus, it surpasses the 74.2% value obtained by applying EN in the previous section, by 12 .9%. Annual temperatures range between 13.7 • C and 28.3 • C, with an amplitude of 14.6 • C. Hence, the minimum temperature would drop 1.4 • C, the maximum temperature 2.4 • C and annual oscillation 0.9 • C with respect to the case that complies with the insulation thickness of the NTM 11. It is, therefore, possible to see that overheating problems are significantly reduced, with minimum temperatures falling within the thermal comfort ranges. Further reductions in temperature with consequent improvements in comfort conditions could be achieved using smart windows made with new construction techniques [39] .
The reduction of the insulation investment costs is more significant in this case, being 100% for the ground floor wall and floor, 52.4% for the top floor wall and 16.6% for the roof. The total reduction cost is 58.2% (Table 8) . It can be seen that the choice of an accurate thermal insulation thickness could significantly increase the annual time in comfort using adaptive models (87.1% CAS and 80.5% EN). In this case, the CAS model surpasses the NTM 11 model by 12.9% considering the result of the EN model for NTM 11 requirements (74.2%). Moreover, overheating situations are also reduced 17.7% (EN) and 34.9% for CAS without an increase in the cold hours if CAS is applied.
Conclusions
Economic studies on thermal insulation improvements usually consider that houses will demand an amount of energy for air conditioning systems and as a result, when there is the increase of insulation, such consumption will be reduced and it will result in energy savings. In the case of social housing, it is not likely to cause such a direct consumption reduction, as in several cases these are working in free running, except for extremely cold or warm conditions.
The novelty of this research is to open a new field of analysis using adaptive thermal comfort models to evaluate the need of thermal insulation and its thickness. The thermal insulation implementation with the thickness required to meet the standards of the NTM 11-2, means a reduction of the discomfort hours when compared to housing that does not have thermal insulation. This reduction depends on the adaptive comfort model used in the evaluation. The reduction of the annual percentage of hours in discomfort in the analyzed model, as a result of the implementation of thermal insulation, is 20.8% for EN, 6.4% to ASHRAE and −17.8% for CAS. This difference is based on the increase of indoor operative temperatures.
According to this study, it is possible, by combining the thermal insulation and its thickness, to obtain a similar number of annual hours in thermal comfort using different adaptive comfort models. The evaluation with thermal insulation to meet the requirements of NTM 11-2 is 59.9% of the hours in comfort using ASHRAE standard 55-2017 and 74.2%, if EN 15251:2007 is used.
Reducing the thermal insulation thickness by 10 mm in the floor plant walls, 25 mm in the top plant walls, 20 mm in the roof and 10 mm in the floor, the comfort percentage of time achieved using CAS is 64.0% and using ASHRAE is 63.8%. Therefore, the reduction in investment costs in thermal insulation is 28.8%, increasing comfort hours without an excessive change in the dwelling's maximum and minimum temperatures.
On the other hand, the removal of the insulation in the walls of the ground floor and in the floor, and the reduction of 40 mm in the top floor walls and 40 mm in the roof supposes a comfort percentage of 87.1% (CAS) and 80.5% (EN), surpassing the EN model which considers NTM 11-2 (74.2%). As a result, a reduction in 58.2% of the investment costs in thermal insulation is established in addition to a significant decrease of overheating situations.
